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SIAMESE FIRE DEPT. CONNECTION

FREE STANDING SIAMESE FIRE DEPT. CONNECTION

SINGLE FIRE DEPT. CONNECTION
RISER
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CONNECTION TO EXISTING SYSTEM

EXISTING SPRINKLER PIPE WITH A CHANGE
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GENERAL KEY NOTES
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CORRIDOR FIRE HOSE CLOSET DOQR HAS BEEN
REMOVED AND WALLED OVER. DEMO REAR
CLOSET WALL FROM INSIDE STAIR AND
RECONSTRUCT WALL AFTER RISER [NSTALLATION.
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EXISTING SPRINKLER PIPE WITH A CHANGE
IN ELEVATION UP OR DOWN.
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PIPE REDUCER
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EXTENDED COVERAGE SIDEWALL SPRINKLER FIRE PUMP WITH DRIVES

GENERAL KEY NOTES

@ CORRIDOR FIRE HOSE CLOSET DOOR HAS BEEN
REMOVED AND WALLED OVER. DEMO REAR
CLOSET WALL FROM INSIDE STAIR AND
RECONSTRUCT WALL AFTER RISER INSTALLATION.
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SPRINKLER SYMBOLS

SPRINKLER GUARD

POST INDICATOR VALVE

PREACTION VALVE
DELUGE VALVE
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PIV

HIGH/LOW AIR PRESSURE SUPERVISORY
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SIAMESE FIRE DEPT. CONNECTION A
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CONNECTION TO EXISTING SYSTEM
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1 - HOUR FIRE RATED PARTITION

2 - HOUR FIRE RATED PARTITION

PLASTER OR GYPSUM CEILING

FHV - FIRE HOSE VALVE
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INSPECTORS TEST AND M X RISER 5555555050505 SPRINKLER PIPE TO BE REMOVED PARTITION
O PENDANT SPRINKLER [>a INDICATING BUTTERFLY VALVE DRAIN CONNECTION BACKFLOW PREVENTER(DOUBLE CHECK TYPE) \ PIPE HANGER
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< SIDEWALL SPRINKLER I\EI\I STRAINER PRESSURE SWITCH
N EXTENDED COVERAGE SIDEWALL SPRINKLER I-®  FIRE PUMP WITH DRIVES
@ CORRIDOR FIRE HOSE CLOSET DOOR HAS BEEN
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CLOSET WALL FROM INSIDE STAIR AND
RECONSTRUCT WALL AFTER RISER INSTALLATION.
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1 - HOUR FIRE RATED PARTITION

S P R I N K L E R SYM B O L S X SPRINKLER GUARD <> PREACTION VALVE H/L PS HIGH/LOW AIR PRESSURE SUPERVISORY ‘Y’ SIAMESE FIRE DEPT. CONNECTION CONNECTION TO EXISTING SYSTEM
PLASTER OR GYPSUM CEILING FHV - FIRE HOSE VALVE
<> DELUGE VALVE
D% POST INDICATOR VALVE PIV POST INDICATOR VALVE Reogt FREE STANDING SIAMESE FIRE DEPT. CONNECTON 3 EXISTING SPRINKLER PIPE WITH A CHANGE - 00 mummmm 0@ mmm 2- HOUR FIRE RATED PARTITION
UPRIGHT SPRINKLER (WITHOUT CEILING ANGLE VALVE FIRE HOSE CABINET IN ELEVATION UP OR DOWN.
O ( ) [% 0S&Y VALVE % ? SINGLE FIRE DEPT. CONNECTION COUBINED NO CEILING SPK - SPRINKLER RISER
o PENDANT SPRINKLER (WITHOUT CEILING) . —— O —— O — 1-HOUR FIRE RATED PARTITION AND SMOKE BARRIER
INSPECTORS TEST AND M X RISER G555550605555 SPRINKLER PIPE TO BE REMOVED PARTITION
@ PENDANT SPRINKLER [>a INDICATING BUTTERFLY VALVE @ DRAIN CONNECTION BACKFLOW PREVENTER(DOUBLE CHECK TYPE) \ oIPE HANGER
—_— _ NEW SPRINKLER PIPE

. — OO e—— OO — COMBINED 2-HOUR FIRE RATED PARTITION AND SMOKE BARRIER STD - STANDPIPE RISER

SEMI-RECESSED SPRINKLER [}% DRY PIPE VALVE I\I CHECK VALVE W BACKFLOW PREVENTER(REDUCED PRESSURE TYPE) FULLY SPRINKLERED SPACE _ _'_ _ PIPE REDUGER PARTITION ORDINARY HAZARD GROUP 1
CONCEALED SPRINKLER — R S
[% DRY PIPE VALVE WITH QUICK OPENING DEVICE MOKE RESISTANT PARTITION .
® DOUBLE ESCUTCHEON PENDANT SPRINKLER FLOW SWITCH —‘ PUBLIC HYDRANT(TWO HOSE OUTLETS AND PUMPER CONNECTION) PARTIALLY SPRINKLERED SPACE ©OOOOOOOCCCCC0O SMOKE RESIS 0 ORDINARY HAZARD GROUP 2 BV - BUTTERFLY VALVE
¢ ] EXTENDED COVERAGE PENDANT N4 ALARM CHECK VALVE VALVE SUPERVISORY SWITCH
—_— 4&] FIRE PUMP TEST HEADER @ NON-SPRINKLERED SPACE SPRINKLER ZONE BOUNDRY
< SIDEWALL SPRINKLER I\B\I STRAINER PRESSURE SWITCH
- EXTENDED COVERAGE SIDEWALL SPRINKLER @  FIRE PUMP WITH DRIVES
SECTION e | SECTION a
D WING —mmpli— A WING
CORRIDOR FIRE HOSE CLOSET DOOR HAS BEEN
REMOVED AND WALLED OVER. DEMO REAR
2\ CLOSET WALL FROM INSIDE STAIR AND
" 5 RECONSTRUCT WALL AFTER RISER INSTALLATION.
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SPRINKLER SYMBOLS

UPRIGHT SPRINKLER (WITHOUT CEILING)
PENDANT SPRINKLER (WITHOUT CEILING)

SPRINKLER GUARD

POST INDICATOR VALVE

0OS&Y VALVE

PREACTION VALVE
DELUGE VALVE

ANGLE VALVE

H/L PS HIGH/LOW AIR PRESSURE SUPERVISORY
PIV POST INDICATOR VALVE
FIRE HOSE CABINET

SIAMESE FIRE DEPT. CONNECTION

FREE STANDING SIAMESE FIRE DEPT. CONNECTION

SINGLE FIRE DEPT. CONNECTION

A CONNECTION TO EXISTING SYSTEM

5 EXISTING SPRINKLER PIPE WITH A CHANGE
IN ELEVATION UP OR DOWN.

1 - HOUR FIRE RATED PARTITION

2 - HOUR FIRE RATED PARTITION

COMBINED 1-HOUR FIRE RATED PARTITION AND SMOKE BARRIER

PLASTER OR GYPSUM CEILING

NO CEILING

FHV - FIRE HOSE VALVE

SPK - SPRINKLER RISER

® INSPECTORS TEST AND &® RISER 555555050505 SPRINKLER PIPE TO BE REMOVED PARTITION @
O PENDANT SPRINKLER [>a INDICATING BUTTERFLY VALVE @‘ DRAIN CONNECTION M BACKFLOW PREVENTER(DOUBLE CHECK TYPE) \ PIPE HANGER
— S— NEW SPRINKLER PIPE
SEMI-RECESSED SPRINKLER — OO m— OO m— COMBINED 2-HOUR FIRE RATED PARTITION AND SMOKE BARRIER STD - STANDPIPE RISER
DS DRY PIPE VALVE N CHECK VALVE W BACKFLOW PREVENTER(REDUCED PRESSURE TYPE) PARTITION ORDINARY HAZARD GROUP 1
© CONCEALED SPRINKLER _ FULLY SPRINKLERED SPACE --3$--- PIPE REDUCER
Q DRY PIPE VALVE WITH QUICK OPENING DEVICE 00000000O0O000000 SMOKE RESISTANT PARTITION .
® DOUBLE ESCUTCHEON PENDANT SPRINKLER FLOW SWITCH —* PUBLIC HYDRANT(TWO HOSE OUTLETS AND PUMPER CONNECTION) PARTIALLY SPRINKLERED SPACE ORDINARY HAZARD GROUP 2 BV - BUTTERFLY VALVE
(] EXTENDED COVERAGE PENDANT N4 ALARM CHECK VALVE VALVE SUPERVISORY SWITCH
—_— % FIRE PUMP TEST HEADER @ NON-SPRINKLERED SPACE SPRINKLER ZONE BOUNDRY
< SIDEWALL SPRINKLER I\B\I STRAINER PRESSURE SWITCH
N EXTENDED COVERAGE SIDEWALL SPRINKLER I-®  FIRE PUMP WITH DRIVES
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SPRINKLER SYMBOLS

AN @SCO@®@OO

UPRIGHT SPRINKLER (WITHOUT CEILING)
PENDANT SPRINKLER (WITHOUT CEILING)
PENDANT SPRINKLER

SEMI-RECESSED SPRINKLER

CONCEALED SPRINKLER

DOUBLE ESCUTCHEON PENDANT SPRINKLER
EXTENDED COVERAGE PENDANT

SIDEWALL SPRINKLER
EXTENDED COVERAGE SIDEWALL SPRINKLER

7| /000 R Ya)e X X

SPRINKLER GUARD

POST INDICATOR VALVE

0OS&Y VALVE

INDICATING BUTTERFLY VALVE

DRY PIPE VALVE

DRY PIPE VALVE WITH QUICK OPENING DEVICE

ALARM CHECK VALVE

FdEEI/ ©YOb

PREACTION VALVE
DELUGE VALVE

ANGLE VALVE

INSPECTORS TEST AND
DRAIN CONNECTION

CHECK VALVE

FLOW SWITCH

VALVE SUPERVISORY SWITCH

HIGH/LOW AIR PRESSURE SUPERVISORY
POST INDICATOR VALVE

FIRE HOSE CABINET

w BACKFLOW PREVENTER(REDUCED PRESSURE TYPE)

PUBLIC HYDRANT(TWO HOSE OUTLETS AND PUMPER CONNECTION)

BACKFLOW PREVENTER(DOUBLE CHECK TYPE)

FIRE PUMP TEST HEADER

68O i

SIAMESE FIRE DEPT. CONNECTION

FREE STANDING SIAMESE FIRE DEPT. CONNECTION

SINGLE FIRE DEPT. CONNECTION
RISER

PIPE HANGER

FULLY SPRINKLERED SPACE

PARTIALLY SPRINKLERED SPACE

NON-SPRINKLERED SPACE

9055505750505

___'____

CONNECTION TO EXISTING SYSTEM

EXISTING SPRINKLER PIPE WITH A CHANGE
IN ELEVATION UP OR DOWN.

SPRINKLER PIPE TO BE REMOVED

NEW SPRINKLER PIPE

PIPE REDUCER

m OO0 mmmmm OO

OO0O0O00O0OOOOOOOO000

—~—r—

1 - HOUR FIRE RATED PARTITION

2 - HOUR FIRE RATED PARTITION

COMBINED 1-HOUR FIRE RATED PARTITION AND SMOKE BARRIER
PARTITION

COMBINED 2-HOUR FIRE RATED PARTITION AND SMOKE BARRIER
PARTITION

SMOKE RESISTANT PARTITION

SPRINKLER ZONE BOUNDRY

HINIGIE

NO CEILING

PLASTER OR GYPSUM CEILING

FHV - FIRE HOSE VALVE

SPK - SPRINKLER RISER

STD - STANDPIPE RISER

ORDINARY HAZARD GROUP 1

BV - BUTTERFLY VALVE

ORDINARY HAZARD GROUP 2
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S P R I N K L E R SY M B O L S >< SPRINKLER GUARD <D PREACTION VALVE [H/L PS] HIGH/LOW AIR PRESSURE SUPERVISORY °f’ SIAMESE FIRE DEPT. CONNECTION A CONNECTION TO EXISTING SYSTEM ¢ EEEE——— O 1- HOUR FIRE RATED PARTITION
[>h > DELUGE VALVE — POST INDIGATOR VALVE @ PLASTER OR GYPSUM CEILING FHV - FIRE HOSE VALVE
POST INDICATOR VALVE ° FREE STANDING SIAMESE FIRE DEPT. CONNECTION 5 EXISTING SPRINKLER PIPE WITH A CHANGE ——— 00 I @@ mum 2 - HOUR FIRE RATED PARTITION
O UPRIGHT SPRINKLER (WITHOUT CEILING) [% oSey VALVE [A ANGLE VALVE FIRE HOSE CABINET ? SINGLE FIRE DEPT. GCONNECTION IN ELEVATION UP OR DOWN. SPK - SPRINKLER RISER
o PENDANT SPRINKLER (WITHOUT CEILING) ) — O E— O — COMBINED 1-HOUR FIRE RATED PARTITION AND SMOKE BARRIER NO CEILING
INSPECTORS TEST AND ® RISER 55555050555 SPRINKLER PIPE TO BE REMOVED PARTITION
O PENDANT SPRINKLER [>a INDICATING BUTTERFLY VALVE @ DRAIN CONNECTION M BACKFLOW PREVENTER(DOUBLE CHECK TYPE) \ PIPE HANGER
— - NEW SPRINKLER PIPE
. COMBINED 2-HOUR FIRE RATED PARTITION AND SMOKE BARRIER STD - STANDPIPE RISER
SEMI-RECESSED SPRINKLER [5% DRY PIPE VALVE N CHECK VALVE w BACKFLOW PREVENTER(REDUCED PRESSURE TYPE) _'_ — OO mm— OO == PARTITION ORDINARY HAZARD GROUP 1
© CONCEALED SPRINKLER % _ YA FULLY SPRINKLERED SPACE -——3-—-- PIPE REDUCER
@ DOUBLE ESCUTCHEON PENDANT SPRINKLER e PRY PIPE VALVE WITH QUICK OPENING DEVICE FLOW SWITCH —* PUBLIC HYDRANT(TWO HOSE OUTLETS AND PUMPER CONNECTION) PARTIALLY SPRINKLERED SPACE ©OO0000000O0O0000  SHOKERESISTANT PARTITON ORDINARY HAZARD GROUP 2 BV- BUTTERFLY VALVE
(] EXTENDED COVERAGE PENDANT ALARM CHECK VALVE VALVE SUPERVISORY SWITCH
— <:> NON-SPRINKLERED SPACE SPRINKLER ZONE BOUNDRY
< SIDEWALL SPRINKLER I\B\I STRAINER PRESSURE SWITCH %:] FIRE PUMP TEST HEADER
N EXTENDED COVERAGE SIDEWALL SPRINKLER e  FIRE PUMP WITH DRIVES
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SPRINKLER SYMBOLS

SPRINKLER GUARD

POST INDICATOR VALVE

UPRIGHT SPRINKLER (WITHOUT CEILING)
PENDANT SPRINKLER (WITHOUT CEILING)
PENDANT SPRINKLER

0OS&Y VALVE

INDICATING BUTTERFLY VALVE

FdEEI/ ©YOb

PREACTION VALVE H/L PS HIGH/LOW AIR PRESSURE SUPERVISORY
DELUGE VALVE PIV POST INDICATOR VALVE
ANGLE VALVE FIRE HOSE CABINET

INSPECTORS TEST AND
DRAIN CONNECTION

DNk

BACKFLOW PREVENTER(DOUBLE CHECK TYPE)

SIAMESE FIRE DEPT. CONNECTION

FREE STANDING SIAMESE FIRE DEPT. CONNECTION

SINGLE FIRE DEPT. CONNECTION

Of)
Rl
7
X RISER
AN
S

9055505750505

CONNECTION TO EXISTING SYSTEM

EXISTING SPRINKLER PIPE WITH A CHANGE
IN ELEVATION UP OR DOWN.

SPRINKLER PIPE TO BE REMOVED

1 - HOUR FIRE RATED PARTITION

2 - HOUR FIRE RATED PARTITION

COMBINED 1-HOUR FIRE RATED PARTITION AND SMOKE BARRIER
PARTITION

HINIGIE

PLASTER OR GYPSUM CEILING FHV - FIRE HOSE VALVE

NO CEILING SPK - SPRINKLER RISER

CONSULTANTS, INC.

FP&C

& CONSULTANTS, INC.

1520 MAIN STREET
INDIANAPOLIS, IN 46224
(317)486-5188

Building 1 Section ¢
Fifth Floor

@ [ ] —_— PIPE HANGER _ NEW SPRINKLER PIPE
. — OO m—— OO m— COMBINED 2-HOUR FIRE RATED PARTITION AND SMOKE BARRIER STD - STANDPIPE RISER
SEMI-RECESSED SPRINKLER P DRY PIPE VALVE CHECK VALVE w BACKFLOW PREVENTER(REDUCED PRESSURE TYPE) PARTITION ORDINARY HAZARD GROUP 1
© CONGEALED SPRINKLER R @ FULLY SPRINKLERED SPACE -— -'— -—- PIPE REDUCER
[% DRY PIPE VALVE WITH QUICK OPENING DEVICE .
¢ 9) DOUBLE ESCUTCHEON PENDANT SPRINKLER FLOW SWITCH —* PUBLIC HYDRANT(TWO HOSE OUTLETS AND PUMPER CONNECTION) PARTIALLY SPRINKLERED SPACE ©O00000CCCCCCOO0O SMOKE RESISTANT PARTITION ORDINARY HAZARD GROUP 2 BV - BUTTERFLY VALVE
(] EXTENDED COVERAGE PENDANT { ALARM CHECK VALVE VALVE SUPERVISORY SWITCH
—_— % FIRE PUMP TEST HEADER @ NON-SPRINKLERED SPACE SPRINKLER ZONE BOUNDRY
< SIDEWALL SPRINKLER I\EI\I STRAINER PRESSURE SWITCH
N EXTENDED COVERAGE SIDEWALL SPRINKLER I-®  FIRE PUMP WITH DRIVES
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SPRINKLER SYMBOLS

AN @SCO@®@OO

UPRIGHT SPRINKLER (WITHOUT CEILING)
PENDANT SPRINKLER (WITHOUT CEILING)
PENDANT SPRINKLER

SEMI-RECESSED SPRINKLER

CONCEALED SPRINKLER

DOUBLE ESCUTCHEON PENDANT SPRINKLER
EXTENDED COVERAGE PENDANT

SIDEWALL SPRINKLER
EXTENDED COVERAGE SIDEWALL SPRINKLER

7| /000 R Ya)e X X

SPRINKLER GUARD

POST INDICATOR VALVE

0OS&Y VALVE

INDICATING BUTTERFLY VALVE

DRY PIPE VALVE

DRY PIPE VALVE WITH QUICK OPENING DEVICE

ALARM CHECK VALVE

STRAINER

FdEEI/ ©YOb

PREACTION VALVE
DELUGE VALVE

ANGLE VALVE

INSPECTORS TEST AND
DRAIN CONNECTION

CHECK VALVE

FLOW SWITCH

VALVE SUPERVISORY SWITCH

PRESSURE SWITCH

H/L PS
PIV

DNk

HIGH/LOW AIR PRESSURE SUPERVISORY

POST INDICATOR VALVE

FIRE HOSE CABINET

—_—

w BACKFLOW PREVENTER(REDUCED PRESSURE TYPE)

-
gL

PUBLIC HYDRANT(TWO HOSE OUTLETS AND PUMPER CONNECTION)

FIRE PUMP TEST HEADER

BACKFLOW PREVENTER(DOUBLE CHECK TYPE)

68O i

SIAMESE FIRE DEPT. CONNECTION

FREE STANDING SIAMESE FIRE DEPT. CONNECTION

SINGLE FIRE DEPT. CONNECTION
RISER

PIPE HANGER

FULLY SPRINKLERED SPACE

PARTIALLY SPRINKLERED SPACE

NON-SPRINKLERED SPACE

FIRE PUMP WITH DRIVES

9055505750505

___'____

CONNECTION TO EXISTING SYSTEM

EXISTING SPRINKLER PIPE WITH A CHANGE
IN ELEVATION UP OR DOWN.

SPRINKLER PIPE TO BE REMOVED

NEW SPRINKLER PIPE

PIPE REDUCER
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1 - HOUR FIRE RATED PARTITION

2 - HOUR FIRE RATED PARTITION

COMBINED 1-HOUR FIRE RATED PARTITION AND SMOKE BARRIER
PARTITION

COMBINED 2-HOUR FIRE RATED PARTITION AND SMOKE BARRIER
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PLASTER OR GYPSUM CEILING
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SPRINKLER SYMBOLS

AN @SCO@®@OO

UPRIGHT SPRINKLER (WITHOUT CEILING)
PENDANT SPRINKLER (WITHOUT CEILING)
PENDANT SPRINKLER

SEMI-RECESSED SPRINKLER

CONCEALED SPRINKLER

DOUBLE ESCUTCHEON PENDANT SPRINKLER
EXTENDED COVERAGE PENDANT

SIDEWALL SPRINKLER
EXTENDED COVERAGE SIDEWALL SPRINKLER

7| /000 R Ya)e X X

SPRINKLER GUARD

POST INDICATOR VALVE

0OS&Y VALVE

INDICATING BUTTERFLY VALVE

DRY PIPE VALVE

DRY PIPE VALVE WITH QUICK OPENING DEVICE

ALARM CHECK VALVE

STRAINER

FdEEI/ ©YOb

PREACTION VALVE
DELUGE VALVE

ANGLE VALVE

INSPECTORS TEST AND
DRAIN CONNECTION

CHECK VALVE

FLOW SWITCH

VALVE SUPERVISORY SWITCH

PRESSURE SWITCH

M BACKFLOW PREVENTER(DOUBLE CHECK TYPE)
w BACKFLOW PREVENTER(REDUCED PRESSURE TYPE)

HIGH/LOW AIR PRESSURE SUPERVISORY SIAMESE FIRE DEPT. CONNECTION

POST INDICATOR VALVE FREE STANDING SIAMESE FIRE DEPT. CONNECTION

FIRE HOSE CABINET SINGLE FIRE DEPT. CONNECTION
RISER

PIPE HANGER
FULLY SPRINKLERED SPACE
PUBLIC HYDRANT(TWO HOSE OUTLETS AND PUMPER CONNECTION) PARTIALLY SPRINKLERED SPACE

FIRE PUMP TEST HEADER NON-SPRINKLERED SPACE

68O i

FIRE PUMP WITH DRIVES

9055505750505

___'____

CONNECTION TO EXISTING SYSTEM

EXISTING SPRINKLER PIPE WITH A CHANGE
IN ELEVATION UP OR DOWN.

SPRINKLER PIPE TO BE REMOVED

NEW SPRINKLER PIPE

PIPE REDUCER

m OO0 mmmmm OO

OO0O0O00O0OOOOOOOO000

—~—r—

1 - HOUR FIRE RATED PARTITION

2 - HOUR FIRE RATED PARTITION

COMBINED 1-HOUR FIRE RATED PARTITION AND SMOKE BARRIER
PARTITION

COMBINED 2-HOUR FIRE RATED PARTITION AND SMOKE BARRIER
PARTITION

SMOKE RESISTANT PARTITION

SPRINKLER ZONE BOUNDRY

HINIGIE

PLASTER OR GYPSUM CEILING FHV - FIRE HOSE VALVE

SPK - SPRINKLER RISER

STD - STANDPIPE RISER

ORDINARY HAZARD GROUP 1

BV - BUTTERFLY VALVE

ORDINARY HAZARD GROUP 2
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SPRIN

KLER SYMBOLS

SEMI-

DOUB
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UPRIGHT SPRINKLER (WITHOUT CEILING)
PENDANT SPRINKLER (WITHOUT CEILING)
PENDANT SPRINKLER

RECESSED SPRINKLER

CONCEALED SPRINKLER

LE ESCUTCHEON PENDANT SPRINKLER

EXTENDED COVERAGE PENDANT

7| /000 R Ya)e X X

SPRINKLER GUARD

POST INDICATOR VALVE

0OS&Y VALVE

INDICATING BUTTERFLY VALVE

DRY PIPE VALVE

DRY PIPE VALVE WITH QUICK OPENING DEVICE

ALARM CHECK VALVE

FdEEI/ ©YOb

PREACTION VALVE
DELUGE VALVE

ANGLE VALVE

INSPECTORS TEST AND
DRAIN CONNECTION

CHECK VALVE

FLOW SWITCH

VALVE SUPERVISORY SWITCH

H/L PS
PIV

DNk

—_—

w BACKFLOW PREVENTER(REDUCED PRESSURE TYPE)

-
gL

HIGH/LOW AIR PRESSURE SUPERVISORY

POST INDICATOR VALVE

FIRE HOSE CABINET

PUBLIC HYDRANT(TWO HOSE OUTLETS AND PUMPER CONNECTION)

FIRE PUMP TEST HEADER

BACKFLOW PREVENTER(DOUBLE CHECK TYPE)

68O i

SIAMESE FIRE DEPT. CONNECTION

FREE STANDING SIAMESE FIRE DEPT. CONNECTION

SINGLE FIRE DEPT. CONNECTION
RISER

PIPE HANGER

FULLY SPRINKLERED SPACE

PARTIALLY SPRINKLERED SPACE

NON-SPRINKLERED SPACE

9055505750505

___'____

CONNECTION TO EXISTING SYSTEM

5 EXISTING SPRINKLER PIPE WITH A CHANGE
IN ELEVATION UP OR DOWN.

SPRINKLER PIPE TO BE REMOVED
NEW SPRINKLER PIPE

PIPE REDUCER

m OO0 mmmmm OO

OO0O0O00O0OOOOOOOO000

—~—r—

1 - HOUR FIRE RATED PARTITION

2 - HOUR FIRE RATED PARTITION

COMBINED 1-HOUR FIRE RATED PARTITION AND SMOKE BARRIER
PARTITION

COMBINED 2-HOUR FIRE RATED PARTITION AND SMOKE BARRIER
PARTITION

SMOKE RESISTANT PARTITION

SPRINKLER ZONE BOUNDRY

HINIGIE

PLASTER OR GYPSUM CEILING

NO CEILING

ORDINARY HAZARD GROUP 1

ORDINARY HAZARD GROUP 2

FHV - FIRE HOSE VALVE

SPK - SPRINKLER RISER

STD - STANDPIPE RISER

BV - BUTTERFLY VALVE
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S P R I N KL E R SYM BO L S X SPRINKLER GUARD <> PREACTION VALVE [H/LPS]  HIGH/LOW AIR PRESSURE SUPERVISORY °f’ SIAMESE FIRE DEPT. CONNECTION A CONNECGTION TO EXISTING SYSTEM — O E— O m—— 1 - HOUR FIRE RATED PARTITION
PLASTER OR GYPSUM CEILING FHV - FIRE HOSE VALVE
<> DELUGE VALVE
Dh POST INDICATOR VALVE PIV POST INDICATOR VALVE Reogt FREE STANDING SIAMESE FIRE DEPT. CONNECTION 3 EXISTING SPRINKLER PIPE WITH A CHANGE ——— 00 mmmmmmm 0@ = 2- HOUR FIRE RATED PARTITION

UPRIGHT SPRINKLER (WITHOUT CEILING) [A ANGLE VALVE [FHC] FIRE HOSE CABINET IN ELEVATION UP OR DOWN.
Q [% OS&Y VALVE FHC 7 SINGLE FIRE DEPT. CONNECTION NO CEILING SPK - SPRINKLER RISER
o PENDANT SPRINKLER (WITHOUT CEILING) ; — O —— O — COMBINED 1-HOUR FIRE RATED PARTITION AND SMOKE BARRIER

INSPECTORS TEST AND X RISER Vs SPRINKLER PIPE TO BE REMOVED PARTITION
O PENDANT SPRINKLER [>a INDICATING BUTTERFLY VALVE DRAIN CONNECTION BACKFLOW PREVENTER(DOUBLE CHECK TYPE) \ PIPE HANGER
— - NEW SPRINKLER PIPE

SEMI-RECESSED SPRINKLER — OO m— OO m— COMBINED 2-HOUR FIRE RATED PARTITION AND SMOKE BARRIER STD - STANDPIPE RISER
DS DRY PIPE VALVE N CHECK VALVE W BACKFLOW PREVENTER(REDUCED PRESSURE TYPE) PARTITION ORDINARY HAZARD GROUP 1
© CONCEALED SPRINKLER _ FULLY SPRINKLERED SPACE - --- PIPE REDUCER

% DRY PIPE VALVE WITH QUICK OPENING DEVICE 00000000000O00000 SMOKE RESISTANT PARTITION ;
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